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SITE AND DETAILED PLAN  SHOWING THE  PROPOSED CONSTRUCTION  OF R.C.C ROOF

GROUND & FIRST FLOOR   HOSPITAL BUILDING IN  RE.S.F. NO:1037/3B, AT ANTHIYUR

VILLAGE & TOWN PANCHAYAT, ANTHIYUR TALUK,  ERODE DISTRICT.

APPLICANT: CHIEF MEDICAL OFFICER

ONLINE APPLICATION NO:SWP/BPA/298918/2024
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AS PER PATTA                                     =  3882.00 Sq.m.

AS PER SUPER IMPOSED AREA                = 3983.76 Sq.m.

SITE AREA STATEMENT :-

NON  FSI
(SQ.M)

FSI
(SQ.M)

TOTAL
BUILTUP

AREA

BUILDING AREA
DETAILS

AREA OF PRO. R.C.C ROOF
GROUND FLOOR  BUILDING

AREA OF PRO. R.C.C ROOF
FIRST FLOOR BUILDING

AREA OF PRO. R.C.C ROOF
HEAD ROOM BUILDING

917.98 4.18 922.16

GRAND TOTAL

746.64 750.824.18

1664.62 1707.0542.43

1664.62
3882.00

FLOOR  SPACE  INDEX ( FSI ) = FSI AREA
AREA OF SITE

= 0.43 <  2.0

PARKING DETAILS
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of Floor area

REQUIRED PROVIDED

1 Two Wheeler space for every 50 sq.m
Floor area

EXISTING   ROAD

APPLICANT   SITE   BOUNDARY

PROPOSED  BUILDING

RAIN WATER HARVESTING

DRIVE  WAY

COLOUR INDEX:-

BUILDING HEIGHT :7.61 M

34 39

34 39

1.83 X 2.13MD - MAIN DOOR

D1  -  DOOR        

DESCRIPTION METERS
DETAILS OF  JOINARIES.

1.00 X 2.13

W - WINDOW 1.83 X 1.83

W1 - WINDOW 1.07 X 2.13

1.52 X 2.13D  -  DOOR        

D2  -  DOOR        0.91 X 2.13

V - VENTILATOR 0.83 X 0.76

APPLICANT / OWNER

REGISTERED  STRUCTURAL ENGINEER

REGISTERED  ENGINEER

PROPOSED BUILDING AREA DETAILS:

BUILDING PLAN SCALE- 1:100
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R.C.C. COLUMN
POST  1:2:4 MIX

0.23
2.16

0.23

COLUMN  POST  DETAILS

 L. G.

0.46

1.49

 L. G.

PLINTH BAND

DOOR

Ø6 @ 150

WINDOW / DOOR

2 TOR 8

Lintel  Band

JAMB

STRUCTRUAL  PLAN  

plinth  band

con mix M20

window

JUNCTION
AT    T  JOINT

JUNCTION
AT    L  JOINT 

reinforcement

VERTICAL  REINFORCEMENT 
AT  JAMBS  OF  OPENINGS

LINTEL BAND

CON MIX  M20

JAMB
REINFORCEMENT

Ø6 @ 150

Ø6 @ 150

HORIZONTAL SEISMIC BANDS

DETAILS  OF  EARTHQUAKE  :

SEWAGE TREATMENT PLANT DETAILS

To pre sedimentation tank
if required

SEDIMENTATION
TANK
EQUALISATION

PUMP

SEWAGE WATER IN
(AFTER BAR SCREEN)

POST

SLUDGE

TANK

TANK

EXCESS WATER

SLUDGE

FLOW REGULATOR

HYPO
DOSING

GEARED MOTOR

FE FIRE FIGHTING EQUIPMENTS

FIRE WATER PIPE

FIRE ALARM SYSTEM

FIRE  HYDRANT

PLAN OF DISPERSION TRENCH

03 TK SAND ENCLOSING 

SECTION OF
DISPERSION TRENCH

SW PIPE OPEN JOINT AND
LAID TO A FALL OF 1/100

DETAILED DRAWING FOR SEPTIC TANK WITH DISPERSION TRENCH 225
GALLONS CAPACITY OF 1000 LITRES

  MANHOLE 0.45
SQW
WITH AIR TIGHT
COVER

VENTILATOR
SHAFT 0.10 DIA

015 0SW INLET
010TK
DWARE WALL

BRICK WORK IN
CM 1:3

INSPECTION
CHAMBER

PLAN OF SEPTIC TANK

SECTION OF
SEPTIC TANK

015 0SW OUTLET

2.
13

ALL SIDES

FORMATION LEVEL

COUNTRY
ROOF PAN
TILES EXTRA
LARGE TO
COVER SIDES
PARTIALLY

(NOT TO SCALE )
STAIRCASE DETAILS

1.
22

 m

R -         RISE   : 0.15 M
T -          TREAD  : 0.30M

LANDING WIDTH - 1.50 M
W -        WIDTH  : 1.50 m

RHA
N

D
RA

IL

WAIST SLAB

BRICK WORK

T

0.23
21.01

1.19

21.15

16.42

26.43

6.63

7.255.20

16.80

2.74

2.74

4.70

23.24

O.T.S
2.38X1.76

0.23 0.23 0.23 0.23 0.23

5.14 2.70 3.62 26.36

0.23

4.24

0.23

0.23

0.23

0.23

1.74

3.14

12.97

1.82 1.82

D

BELOW
OPEN TERRACE

BELOW
OPEN TERRACE

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

SO
LA

R
SY

ST
EM

UPPER
OPEN TERRACE

UPPER TERRACE FLOOR PLAN
SCALE 1:100

D 

W
as

te
 W

at
er

Re
cy

cl
e 

Pl
an

t

S

W E

N

5.10

24.00
2.40

2.40

2.40

5.10

24.00

Ramp

J - JOLLY 3.00 X 1.83

10.22

27.46

NORTH SIDE ELEVATION

6.
0M

 D
RI

V
EW

A
Y

28.70

11
.0

4.
13

15
.1

0

IN

OUT

28.50

OSR - 430.00SQ.M

6.0M DRIVEWAY

1
2

3

4
5

OPEN SPACE RESERVATION
REQUIRED PROVIDED

398.38 Sq.m 430.00 Sq.m (10.79%)

2.
55.0

2.
55.0

2.
55.0

2.
55.0

2.5

5.
0

2.5

5.
0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

2.5

5.0

20

32

1918

17

2.
5

5.0

12

2.
5

5.0

2.
5

5.0

2.
5

5.0

2.
5

5.0

2.
5

5.0

2.
5

5.0

6

2.
5

5.0

2.
5

5.0

2.
5

5.0

2.
5

5.0

2.
5

5.0

1

6.
0M

 D
RI

V
EW

A
Y

6.0M DRIVEWAY

6.0M DRIVEWAY

25

2.
55.0

2.
55.0

34

33

1.50M DRIVEWAY1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0 1.80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

1.
80

1.0

13

23

33

38.97

6.63

38.88

6.63

29.87

33.60

------- 34.0734.07
D 

AA

W

D3  -  DOOR        0.76 X 2.13

G.L. G.L.

AA AA AA AA

G.L.G.L.

3.
35

0.61

0.15

3.
35

0.15

1.20

7.
61

2.
43

2.
41

2.16

LIFT ROOM

P.C.C 1:4:8 MIX FOR FOOTING
R.C.C 1:1.5:3 MIX FOR FOOTING

R.C.C 1:1.5:3 MIX FOR COLUMN

P.C.C 1:4:8 MIX FOR FLOORING
BASEMENT SOIL FILLING

BRICKWORK FOR SUPERSTRUCTURE

R.C.C 1:1.5:3 MIX FOR ROOF BEAM AND SLAB

R.C.C 1:1.5:3 MIX FOR LINTEL BEAM

BRICKWORK FOR SUPERSTRUCTURE

R.C.C 1:1.5:3 MIX FOR ROOF BEAM AND SLAB

R.C.C 1:1.5:3 MIX FOR LINTEL BEAM

BRICKWORK FOR PARAPET WALL

"SECTION ON AA"

ONLINE APPLICATION NO.SWP/BPA/298918/2024

SWP/DTCP/ERODE/BUILDING PERMISSION NO.ED/26/2024

SWP/DTCP/ERODE/SITE APPROVAL NO.250/2024

AA AA

2.
55.0

2.
55.0

36

35

2.
36

M
 W

ID
E 

C
O

R
R

ID
O

R

2.
36

M
 W

ID
E 

C
O

R
R

ID
O

R

1.
20

16.42

2.40

2.40

UP DN

2.
5

5.0

2.
5

5.0

2.
5

5.0

39

2.
55.0

37

38

1.80

1.
80

1.01.
80

1.0

39

1.
80

1.0

14

1.80

1.0

1

1.80

1.0

5.70

1.12

33.511.80                   SLOPE-1:12

5.84

6.71

3.85

4.20

A

B

C

D

E

F

G

Anthiyur  Townpanchayat Office
Building License Approval No.31/2024-2025
Date.27.09.2024

AutoCAD SHX Text
PLAN

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
SECTION ON AA

AutoCAD SHX Text
A

AutoCAD SHX Text
PUMP

AutoCAD SHX Text
A

AutoCAD SHX Text
2.72

AutoCAD SHX Text
2.72


	Sheets and Views
	Model


		2024-09-27T20:32:28+0530




