
UP

UP

LIFT
1.80 X 1.68

LIFT
1.80 X 1.68

LIFT
2.40 X 1.80

Fi
re

 D
uc

t
1.

80
 x

 0
.7

4
D

D
1

D1

V V3

D3

R
.S

 - 
2

V3 V3

D

V
3

V
3

V
3

V
3

V
3

V
3

V
3

V
3

V
3

D1 FIRE PUMP ROOM
8.03 X 4.72

 PUMP ROOM
6.42 X 2.88

BASEMENT  FLOOR  PLAN
SCALE = 1:100

UP

UP

LIFT
1.80 X 1.68

LIFT
1.80 X 1.68

LIFT
2.40 X 1.80

Fi
re

 D
uc

t
1.

80
 x

 0
.7

4
D

D
1

FG

D3

FIRST FLOOR PLAN  SCALE = 1:100

FG
2

FG
2

FG
5

D

D D D D4

D

TOILET
0.91 x 1.50

TOILET
0.91 x 1.50

TOILET
0.91 x 1.50

TOILET
1.00 x 1.50

TOILET
1.00 x 1.50

TOILET
1.00 x 1.50

GENTS
TOILET-PASSAGE

LADIES TOILET
PASSAGE

D

EB ROOM
2.32 X 3.51

EB ROOM
9.48 X 3.51

ROOM
1.50 X 3.51

D

D

TOILET
3.00 x 1.80

DRESSING
2.86 X 1.80

FGW V3 V3V2 V VV2

FG
3

FG
3

FG
1

FG
1

FG
1

FG
3

V
2

FG
2

FG
1

FG
1

FG
1

V
2

FG
3

FG
FG

4
FG

4
FG

D

D

D

TOILET
2.50 x 1.80

DRESSING
1.60 x 1.80

MD ROOM
5.92 x 5.97

1.52M
PASSAGE

FG
3

FG
3

FG
3

FG
1

FG
1

FG
3

URINALS

UP

UP

LIFT
1.80 X 1.68

LIFT
1.80 X 1.68

LIFT
2.40 X 1.80

Fi
re

 D
uc

t
1.

80
 x

 0
.7

4
D

D
1

FG

D3

THIRD FLOOR PLAN SCALE = 1:100

FG
2

FG
2

FG
5

D

D D D

D

TOILET
0.91 x 1.50

TOILET
0.91 x 1.50

TOILET
0.91 x 1.50

TOILET
1.00 x 1.50

TOILET
1.00 x 1.50

TOILET
1.00 x 1.50

D

EB ROOM
2.32 X 3.51

D

D

TOILET
3.00 x 1.80

DRESSING
2.86 X 1.80

FGW V3 V3V2 V VV2

FG
3

FG
3

FG
1

FG
1

FG
1

FG
3

V
2

FG
2

FG
1

FG
1

FG
1

FG
3

FG
3

FG
3

FG
3

FG
1

FG
1

FG
3

URINALS

FG
1

UP

UP

LIFT
1.80 X 1.68

LIFT
1.80 X 1.68

LA
N

D
IN

G
3.

51
 X

 1
.5

0

LIFT
2.40 X 1.80

Fi
re

 D
uc

t
1.

80
 x

 0
.7

4
D

D
1

FG

D3

SECOND FLOOR PLAN SCALE = 1:100

FG
2

FG
2

FG
5

D

D D D

D

TOILET
0.91 x 1.50

TOILET
0.91 x 1.50

TOILET
0.91 x 1.50

TOILET
1.00 x 1.50

TOILET
1.00 x 1.50

TOILET
1.00 x 1.50

D

EB ROOM
2.32 X 3.51

FGW V3 V3V2 V VV2

FG
3

FG
3

FG
1

FG
1

FG
1

FG
3

FG
2

FG
1

FG
1

FG
1

V
2

FG
3

D

D

TOILET
2.50 x 1.80

DRESSING
1.60 x 1.80

FG
3

FG
3

FG
3

FG
1

FG
1

FG
3

URINALS

FG
1

DOUBLE ROOF HEIGHT
8.65 X 9.67

UP

UP

LIFT
1.80 X 1.68

LIFT
1.80 X 1.68

LIFT
2.40 X 1.80

Fi
re

 D
uc

t
1.

80
 x

 0
.7

4

D

D D
D

D

D

DD

D
D

1

D2

D2

D1

W FG V V V V V1 V1

TOILET
1.50 X 0.91

TOILET
1.50 X 0.91

LADIES
TOILET

1.50 X 1.27
GENTS
TOILET

1.50 X 1.27 U
R

IN
A

LS

HAND
WASH

1.50 X 1.30

1.30 M
PASSAGE

URINALS

GENTS TOILET
1.73 X 1.50

TOILET
1.50 X 1.50

TOILET
1.50 X 1.50

HAND WASH
1.35 X 1.50

D

1.50M PASSAGE
LADIES
 TOILET

1.58 X 1.50

D

M.D

R
.S

 - 
1

R
.S

 - 
1

D3

FG
1

FG
1

FG
2

FG
2

FG
3

FG
1

FG
1

FG
3

FG
3

FG
4

FG
1

FG
1

FG
2

FG
2

FG
5

FG
2

EB ROOM
7.83 X 3.51

V
2

V
2

DOUBLE ROOF HEIGHT
8.65 X 9.67

RECEPTION
2.58 X 4.51

OFFICE
2.99 X 4.51

WAITING AREA
5.80 X 4.93

DD

D
3

FG
1

UP

DOWN

UP

UP

UP

5.
90

18
.3

3
27

.5
0

14
.8

0
6.

60

68
.1

9

7.9119.72

RCC ROOF
BASEMENT FLOOR,

STILT CUM
GROUND FLOOR +3

FLOOR BUILDING IN
 WARD - C, BLOCK -

50,T.S.NO.8
TIRUPPUR NORTH
TALUK, TIRUPPUR

DISTRICT.

18.74

48
.3

0 52
.2

7

20.78

3.
97

2.03

5.
90

18
.3

3
27

.5
0

14
.8

0
6.

60

27.28

7.9119.72

68
.1

9

5.
90

18
.3

3
27

.5
0

14
.8

0
6.

60

68
.1

9

7.9119.72

S
NW SW

W

N

3.
00

4.
40

4.
00

4.
00

4.
00

3.
05

1.
22

1.
10

1.
10

1.
31

2.92

1.
31

2.92

1.
31

0.72

UP

UP

UP

UP

UP

UP

LA
N

D
IN

G
3.

51
 X

 1
.5

0

3.90

3.90
UP

UP

LI
FT

 P
R

O
V

IS
IO

N

HEAD ROOM

EB
ROOM

EB
ROOM

EB
ROOM

EB
ROOM

EB
ROOM

EB
ROOM

TOILET TOILET

TOILET TOILET

TOILET TOILET

TOILET TOILET

STORE
ROOM

LANDING

LANDING

PASSAGE

PASSAGE

PASSAGE

PASSAGE

PASSAGE

P.C.C IN C.C 1:4:8 MIX
COLUMN FOOTING
COLUMN POST

PARAPET WALL B.W IN C.M 1:6

R.C.C ROOF SLAB IN 1:1.5:3 MIX 
BRICK WORK IN CM 1:6 MIX

GLGL

2.
74

BRICK WORK IN CM 1:6 MIX

BRICK WORK IN CM 1:6 MIX

BRICK WORK IN CM 1:6 MIX

R.C.C LINTEL SLAB IN 1:1.5:3 MIX 

R.C.C ROOF SLAB IN M20 MIX 

GLGL

LANDING

LANDING

LANDING

STILT CUM  GROUND  FLOOR PLAN
SCALE = 1:100

TERRRACE FLOOR  PLAN SCALE = 1:100

SITE PLAN
SCALE = 1:100SECTION OF A-A SCALE = 1:100

FRONT ELEVATION

 WARD : C,
BLOCK : 50,T.S.NO : 9

 W
A

R
D

 : 
C

,
B

LO
C

K
 : 

50
,T

.S
.N

O
 : 

12

W
A

R
D

 : 
C

,
B

LO
C

K
 : 

50
,

T.
S.

N
O

 : 
7

W
A

R
D

 : 
C

,
B

LO
C

K
 : 

50
,

T.
S.

N
O

 : 
6

 W
A

R
D

 : 
C

,
B

LO
C

K
 : 

50
,

T.
S.

N
O

 : 
5

W
A

R
D

 : 
C

,
B

LO
C

K
 : 

50
,

T.
S.

N
O

 : 
4

 WARD : C,
BLOCK : 50,T.S.NO : 10

3.84

3.
72

3.
66

3.23

3.36

3.84

12
.7

8

16
.3

2

5.42

PLAN OF DISPERSION TRENCH

03 TK SAND ENCLOSING 

SECTION OF
DISPERSION TRENCH

SW PIPE OPEN JOINT AND
LAID TO A FALL OF 1/100

DETAILED DRAWING FOR SEPTIC TANK WITH DISPERSION TRENCH 225
GALLONS CAPACITY OF 1000 LITRES

  MANHOLE 0.45
SQW
WITH AIR TIGHT
COVER

VENTILATOR
SHAFT 0.10 DIA

015 0SW INLET
010TK
DWARE WALL

BRICK WORK IN
CM 1:3

INSPECTION
CHAMBER

PLAN OF SEPTIC TANK

SECTION OF
SEPTIC TANK

015 0SW OUTLET

ALL SIDES

FORMATION LEVEL

COUNTRY
ROOF PAN
TILES EXTRA
LARGE TO
COVER SIDES
PARTIALLY

SEWAGE TREATMENT PLANT DETAILS

To pre sedimentation tank
if required

SEDIMENTATION
TANK
EQUALISATION

PUMP

SEWAGE WATER IN
(AFTER BAR SCREEN)

POST

SLUDGE

TANK

TANK

EXCESS WATER

SLUDGE

FLOW REGULATOR

HYPO
DOSING

GEARED MOTOR

PLINTH BAND

DOOR

Ø6 @ 150

WINDOW / DOOR

2 TOR 8

Lintel  Band

JAMB

plinth  band

con mix M20

window

reinforcement

VERTICAL  REINFORCEMENT 

AT  JAMBS  OF  OPENINGS

LINTEL BAND

CON MIX  M20

JAMB
REINFORCEMENT

GLGL

LOOSE SOIL

LOOSE GRAVEL

TRIAL PIT ( NOT TO SCALE)

HARD GRAVEL

Perculation pit

5 to 7.5 c.m.
rounded size pebbles

Rain Water Pipe

Slope 1 in 20

1.00

1.50

Building Line INSIDE

115 thk. brick wall

R -         RISE   : 0.15 M

T -          TREAD  : 0.30M

LANDING WIDTH - 1.60 M
W -        WIDTH  : 1.52 m

RH
A

N
D

R
A

IL

WAIST SLAB

BRICK WORK

T

(NOT TO SCALE )
STAIRCASE DETAILS

STRUCTRUAL  PLAN  

JUNCTION
AT    T  JOINT

JUNCTION
AT    L  JOINT 

Ø6 @ 150

Ø6 @ 150
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FE FIRE FIGHTING EQUPEMENTS

FIRE WATER PIPE

FIRE ALARAM SYSTEM

FIRE  HYDRANT

FIRE FIGHTING EQUIPMENTS :

JOINARIES DETAILS :

 DESCRIPTION                         SIZE

MD    - DOOR                      2.44 X 2.44

D       -  DOOR                      0.91 X 2.13

D1     -  DOOR                      1.83 X 2.13

D2     -  DOOR                      1.00 X 2.13

D3     -  DOOR                      1.52 X 2.13

D4     -  DOOR                      0.76 X 2.13

FG     - FIXED GLASS         1.22 X 1.52

FG1   - FIXED GLASS         1.52 X 1.52

FG2   - FIXED GLASS         2.44 X 1.52

FG3   - FIXED GLASS         3.66 X 1.52

FG4   - FIXED GLASS         0.91 X 1.52

FG4   - FIXED GLASS         1.83 X 1.52

W      - WINDOW                 1.52 X 1.52

R.S-I - ROLLING SHUTTER   4.88 X 4.88

R.S-II- ROLLING SHUTTER   4.00 X 3.00

V      - VENTILATOR          1.52 X 0.76

V1    - VENTILATOR          1.22 X 0.76

V2    - VENTILATOR          0.91 X 0.76

V3    - VENTILATOR          1.83 X 0.76
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

AS PER DOCUMENT                     : 2000.20 SQ.M

AS PER TSLR                                  : 1961.50 SQ.M

AS PER SUPER IMPOSED AREA : 1969.53 SQ.M

REGISTERED
 ENGINEER

APPLICANT

REGISTERED
STRUCTURAL

 ENGINEER

TOTAL BUILT UP
 AREA (Sq.M)



ALREADY APPROVED BY TIRUPPUR LPA FILE NO : 546/2014

PLANNING PERMISSION  NO : 20/2014  DATED ON 21.11.2014

NON FSI
AREA (Sq.M)

FSI AREA
(Sq.M)

FLOOR DETAILS

STILT FLOOR --- 376.71 376.71

FIRST FLOOR 376.71 --- 376.71

SECOND FLOOR 376.71 --- 376.71

THIRD FLOOR 376.71 --- 376.71

FOURTH FLOOR 376.71 --- 376.71

HEAD ROOM --- 49.43 49.43

1506.84 426.14 1932.98

TOTAL BUILT UP
 AREA (Sq.M)

NON FSI
AREA (Sq.M)

FSI AREA
(Sq.M)

FLOOR DETAILS

STILT - CUM GROUND
    FLOOR

--- 987.92 987.92

FIRST FLOOR

446.49 541.43 987.92

SECOND FLOOR

908.85 79.07 987.92

THIRD FLOOR

984.94 2.98 987.92

984.94 2.98 987.92

HEAD ROOM --- 87.73 87.73

TOTAL AREA 3325.22 1702.11 5027.33

BASEMENT  FLOOR

FLOOR SPACE  INDEX (FSI) :
F.S.I Area

Area of the Site = 3325.22
1961.50 = 1.70 < 2.0



FSI =

PARKING DETAILS :

1 Car Space for every 100 sq.m
 of  Floor area

REQUIRED PROVIDED

1 Two Wheeler space for every
 25 sq.m of  Floor  area

DESCRIPTION

35
35

134
145

SITE AND DETAILED PLAN SHOWING THE ADDITIONAL AND

ALTERATION CONSTRUCTION OF RCC ROOF BASEMENT,STILT

CUM GROUND FLOOR+3 FLOOR  PROFESSIONAL CONSULTING

OFFICE BUILDING (COMMERCIAL) IN NEW WARD-C,BLOCK-50,

T.S.NO : 8, (OLD WARD - C, BLOCK-10, T.S.NOS. 6, 7pt, 22pt, 25pt)

TIRUPPUR CITY MUNICIPAL CORPORATION TIRUPPUR NORTH

TALUK, TIRUPPUR DISTRICT.
APPLICANT :-

Mr.R.DHANAPAL,S/o RAMASAMY

SCALE = 1: 100

ALL DIMENSION   ARE IN  METRE

E

COLOUR INDEX:-
EXISTING   ROAD
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20.77

Online Application Number:SWP/BPA/064897/2023
Dated: 23-11-2023

(Including PH Parking
3- NOS)

(Including PH Two Wheeler
Parking 15- NOS)

OSR FEES Rs.16,15,295.00 Paid on Dated-25.12.2023

TOTAL AREA

HEIGHT OF THE BUILDING IS 18.25m
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